
City of Creve Coeur
Building Division

Residential Kitchen Exhaust Requirements

Effective May 1, 2020, the City of Creve Coeur adopted the 2015 International 
Residential Code for One and Two Family Dwellings.

Two of the code sections the city amended read as follows:

M1503.1 General.  All kitchens shall be equipped with a means of mechanical exhaust directly over, or 
immediately adjacent to, a range or cook top. Range hoods shall discharge directly to the outdoors 
through a single-wall duct. The duct serving the hood shall have a smooth interior surface, shall be air-
tight, shall be equipped with a back-draft damper and shall be independent of all other exhaust systems. 
Ducts serving range hoods shall not terminate in an attic or crawl space or areas inside the building. 

   Exception: Where installed in accordance with the manufacturer



The city made this amendment because research has shown that kitchen exhaust 
systems, with an exhaust flow rate of 400 cfm or greater, are greatly oversized and their
continued operation can create negative pressure within an airtight home to the point 
that backdrafting of carbon monoxide gases from gas-fired appliances and wood-
burning fireplaces back into the home can occur.

Note: Where more than one kitchen exhaust system is provided, the combined exhaust 
flow rates of both systems (since both may be operating at the same time) must be less 
than 400 cfm.
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